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RC Systems Operation Notice

Product: ViewSmart 1600+ and 6400 Controller

Operation Notice:
When changing the Ethernet settings (IP Settings, DHCP Server, etc.) on the ViewSmart 1600+/6400

controller:

1. Ifthe IP address is changed, the controller will require a reboot.
2. |If the Static IP address is set, a cold reboot is necessary in order for the ethernet to function
properly. The controller will respond to a Ping, but may not communicate properly.
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